
System Name Whitestown South 5206014

For the Month of October 2017 Alan Melvin

Signed Operator in Charge

I certify, under penalty of law, by this signature that this document was prepared by me, or under my direction, and WT3  110220

the information submitted is to the best of my knowledge and belief, true, accurate and complete. I am also aware DSM  110219  

that there are significant penalties for submitting false information.

Indianapolis Road Booster Pump Station

 Date Water Treated

 1000 Gallons
Sodium       

Hypochlorite

Ammonium 

Sulfate Free Total  pH Free Total pH

 1 711 10 28 1.89 7.63 1.98 7.55  TotalGallons 

 2 965 91 32 1.81 7.75 3.24 7.64  Max.Day 

 3 377 55 18 1.87 7.75 3.27 7.66  Min.Day 

 4 0 0 0  Avg.Daily 

 5 0 0 0

 6 773 110 36 1.74 7.79 3.2 7.72 Five Highest Days of Consumption

 7 0 0 0 Date Indy Whitestown Total 

 8 420 64 19 1.56 7.76 3 7.68 20 0 1317 1317

 9 647 92 27 1.64 7.6 3.17 7.64 15 0 1156 1156

 10 496 73 18 1.64 7.61 3.18 7.6 5 0 1103 1103

 11 0 0 0 31 0 1060 1060

 12 928 137 46 1.51 7.57 2.76 7.5 1 711 299 1010

 13 0 0 0

 14 0 0 0 Five Lowest Days of Consumption

 15 0 0 0 Date Indy Whitestown Total 

 16 0 0 0 25 0 319 319

 17 0 0 0 29 0 396 396

 18 0 0 0 14 0 419 419

 19 0 0 0 22 303 184 487

 20 0 0 0 16 0 505 505

 21 553 92 27 1.83 7.58 2.81 7.61

 22 303 36 19 1.87 7.72 2.82 7.63

 23 0 0 0

 24 910 119 45 1.99 7.81 2.86 7.73

 25 0 0 0

 26 0 0 0

 27 904 120 50 1.77 7.68 2.76 7.57

 28 0 0 0  TotalGallons 

 29 0 0 0  Max.Day 

 30 888 100 46 1.94 7.72 3.26 7.65  Min.Day 

 31 0 0 0  Avg.Daily 

Indiana Deartment of                                              

Environmental Management

24,308

1,317

Indianapolis Road BPS Monthly 

Water Treatment

0

775

965

DUE BY THE 10TH OF THE MONTH FOLLOWING THE REPORTING PERIOD

* All parameters are to be expressed in mg/1 except pH and Turbidity

Chemicals Used lbs

0

286

Whitestown South Total System 

Monthly Water Treatment

8,875

0 



Whitestown Parkway Booster Bump Station

 Date 

 

WaterTre

Free Total pH Free Total pH Total Free Temp C pH

 1 299 14 3 1.9 7.8 2.53 7.7

 2 0 0 0 1.56 20.9 8.36

 3 623 19 9 1.9 7.8 2.45 7.7 1.25 22.9 8.25

 4 737 14 10 1.92 7.9 2.37 7.7

 5 1103 53 13 1.74 7.6 2.67 7.8 1.5

 6 0 0 0 2.1

 7 756 40 10 1.8 7.5 2.73 7.7

 8 182 8 2 1.72 7.7 2.43 7.8

 9 0 0 0 1.58 20.9 7.9

 10 218 0 2 1.44 7.4 1.53 7.6 1.32 22.4 7.82

 11 921 29 13 1.66 7.5 2.66 7.7 1.49 20.1 7.96

 12 0 0 0 1.45 21 7.95

 13 687 88 15 1.6 7.4 3.61 7.7 2.31 20.4 7.85

 14 419 59 9 1.66 7.5 3.5 7.7

 15 1156 145 24 1.62 7.3 3.52 7.6

 16 505 36 11 1.64 7.3 2.74 7.6 1.54 19.1 7.88

 17 832 27 16 1.68 7.5 2.25 7.7 1.06 21.8 7.81

 18 853 9 3 1.6 7.3 2.12 7.6 1.52 19.8 7.98

 19 558 14 2 1.66 7.5 1.55 7.7 1.38 20.6 8

20 1317 86 28 1.72 7.4 3.16 7.7 1.32 19.6 7.94

21 0 0 0

 22 184 13 4 1.82 7.5 2.67 7.7  TotalGallons 

 23 959 65 20 1.86 7.6 2.74 7.8 2.33 19.4 7.92  Max.Day 

 24 0 0 0 1.91 21.1 7.87  Min.Day 

 25 319 21 7 1.78 7.4 2.8 7.7 2.22 18.5 7.98  Avg.Daily 

 26 747 50 16 1.56 7.6 2.73 7.8 1.6 19.8 8.29  

 27 0 0 0 1.72 17.9 8.12  

 28 602 43 13 1.68 7.6 2.5 7.8

 29 396 35 8 1.66 7.6 2.43 7.8

 30 0 0 0 1.7 16 7.96

 31 1060 95 23 1.96 7.7 2.94 7.9 1.32 19.2 7.87

Part of State Form 34609 (R7/9-06)

 Mail to: Indiana Department of Environmental 

Management     Drinking Water Branch, MC 66-34                       

100 North Senate Avenue                                      

Indianapolis, IN 46204-2251  

15,433

1317

498
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 Plant Chlorine Residual 
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